Traated sarvice pole furnished and inetallad by custoemer.
4" x 4" x 16" minimum, centinuaus single structure

Weatherhead and entrance cable furmished
ond Installed by customer

| Insulated service bracket and sye bolt furnished
ond Inetalled by Sumter EMC (Spec. K1.2)
QOverheod triplex wire furnished and
installed by Sumter EMZ. Max 7D" span.
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NOTES:

1. Al clearances to be in canfermance to the mest stringant
requirements af either the NESC, NEC ar other cedes of
governmental or regulating authorities os opplicable.

2. If length of condult axceeds 10 faet, coupling fs permitted
an end adjacent to meter.

3. Servica pole location should always be spotted by
Sumter EMC prior to installation.

Ground rads furnished and
installed by custemer

8 MIN.
a——— 6" MIN. ———
(Second ground red Bpacing
ghewn if required by lecal
agency or desired
by customer) i B

This drawing shows Sumtsr EMC requiremants only; check
with your local cage office for county or city codes, if
required, prior to installation.

Conault with a licensed electrician far conformance to the
Notional Bectrical Cade (NEC) @nd lacal codes, ond for
propar gsizing and installatien of conductors and equipment.

Electrical inspectiens are required after wiring is completed

in Marion, Lee, and Sumter counties before meter is set.
Other c¢ounties or municipalities may require permits — caontact
your local gavernment authorities te verify permit reguirements.,
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